CONDUIT STUBBED
UP ADJACENT TO
HANDHOLE
(TYPICAL)

FULL BASE COVER

SET TOP OF CONCRETE
FOUNDATION 12" ABOVE
GRADE 27

CIRCUIT CONDUCTORS ¢
CONDUIT TO POWER

SOURCE OR NEXT POLE. 7
4000 PSI

CONCRETE
AT 28 DATYS

POLE (COLOR TO
BE BRONZE)
HANDHOLE

#6 INSULATED COPPER
GROUNDING CONDUCTOR
ATTACHED TO INTERNAL
LUG WELDED TO
INTERIOR OF POLE.

FINISHED GRADE.

-Frh TS~ circuIT
R CONDUCTORS ¢
b2 ,  CONDUIT TO
A . NEXT POLE. 5/8"x8’
- ANCHOR BOLTS SHALL GROUND
T BE AS RECOMMENDED RoD

BY MANUFACTURER.
I~—#4 BARS VERT. AT
6" OC EACH FACE

#3 BARS AT
12" oCc HORIZ.

Date: 6-3-2013

TYPE V SIDEWALK LIGHTING POLE

BASE FOUNDATION DETAIL
Detail No: 4.2-18




